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ELEVATIONS DERIVED FROM COUNTY GIS MAPS
AND ARE FOR INFORMATIONAL PURPOSES ONLY
FIELD CONDITIONS MAY VARY.
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INSTALL FIBERGLASS MARKER AT END OF
NEW 8" STUB AND CAP.

5/9/2018
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ELEVATIONS DERIVED FROM COUNTY GIS MAPS
AND ARE FOR INFORMATIONAL PURPOSES ONLY
FIELD CONDITIONS MAY VARY.

ELEVATIONS SHOWN ARE APPROXIMATE
AND MAY NOT BE ACCURATE AT TIME OF
CONSTRUCTION.

STATIONING WILL BE SUBJECT TO
ACTUAL FIELD CONDITIONS AND MAY
VARY FROM THAT SHOWN.

CONTACT LPEA PRIOR TO WORK IF
EXCAVATING WITHIN 5 FEET OF POWER
POLES. MAINTAIN 5 FOOT SEPARATION
BETWEEN POWER POLE AND WATERLINE.

ALL FITTINGS ARE STANDARD UNLESS
NOTED OTHERWISE. HORIZONTAL BENDS
NOT SHOWN ARE TO BE PROVIDED AT NO
EXTRA COST.

PVI CHANGES MAY NOT REQUIRE
FITTINGS, CHECK USABLE PIPE BEND
RADIUS. USABLE PIPE BEND RADIUS NOT
TO EXCEED 75% OF MANUFACTURERS
RECOMMENDED ALLOWABLE.

ALL LEGS OF WATER LINES AT VALVES
SHALL HAVE MECHANICAL JOINT
RESTRAINT (MJR) IN THE FORM OF
MEGALUG 2000 SERIES PV MJR.

CUTS WITHIN 4ft. OF EDGE OF ROAD TO BE
FLOW FILLED TO WITHIN 6" OF TOP THEN
6" OF CLASS 6 AT 95% COMPACTION OR
BACKFILLED WITH CLASS 6 ENTIRE DEPTH
IN 12" LIFTS AT 95% COMPACTION
VERIFIED BY TESTING.

CUTS IN ROAD SURFACE SHALL BE FLOW
FILLED TO WITHIN 8" OF TOP SURFACE.
THEN MATCH LPC STANDARDS OF
COMPACTED ROAD BASE WITH MAG
CHLORIDE FOR TOP 8".
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G

INSTALL FIRE HYDRANT OFF 12" MAIN
PER STANDARD DETAILS SHEET 8.

FE
N

C
E 

C
R

O
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G

INSTALL AIR VAC AT HIGH POINT
PER STANDARD DETAILS SHEET 11.

INSTALL FIBERGLASS MARKER AT END OF
LINE.

BORE UNDER HIGHWAY WITH 8" LINE PER
STANDARD DETAILS SHEET 10.
MINIMUM 5' DEPTH TO TOP OF CASING
PIPE

12x12x8 WITH TWO 12" GATE VALVES AND
ONE 8" GATE VALVE PER STANDARD
DETAILS SHEET 6.

INSTALL FIRE HYDRANT OFF 12" MAIN
PER STANDARD DETAILS SHEET 8.

LEGEND

OHE

UGE

W12

INSTALL AIR VAC AT HIGH POINT
PER STANDARD DETAILS SHEET 11.

INSTALL AIR VAC AT HIGH POINT
PER STANDARD DETAILS SHEET 11.
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