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GENERAL NOTES

ELEVATIONS SHOWN ARE APPROXIMATE AND WERE ESTABLISHED FROM THE BEST AVAILABLE INFORMATION. THEY ARE FOR INFORMATIONAL
PURPOSES ONLY. FIELD CONDITIONS MAY VARY.

STATIONING AND OFFSETS WILL BE SUBJECT TO ACTUAL FIELD CONDITIONS AND MAY VARY FROM THAT SHOWN.

MAINTAIN 5 FOOT SEPARATION BETWEEN POWER POLES AND NEW WATERLINE. CONTACT LPEA PRIOR TO WORK IF EXCAVATING WITHIN 5 FEET
OF POWER POLES.

ALL FITTINGS ARE STANDARD UNLESS NOTED OTHERWISE. HORIZONTAL BENDS NOT SHOWN ARE TO BE PROVIDED AT NO EXTRA COST.

Pl DEFLECTIONS MAY NOT REQUIRE FITTINGS, CHECK USABLE PIPE BEND RADIUS. USABLE PIPE BEND RADIUS NOT TO EXCEED 75% OF
MANUFACTURER'S RECOMMENDED ALLOWABLE. (I.E. ADD 25% TO RECOMMENDED MINIMUM RADIUS). DEFLECTIONS IN PIPE JOINTS SHALL NOT
EXCEED MANUFACTURER'S RECOMMENDATION.

ALL LEGS OF WATER LINES AT VALVES SHALL HAVE MECHANICAL JOINT RESTRAINT (MJR) IN THE FORM OF MEGALUG 2000 SERIES PV MJR.

CUTS WITHIN 4 FEET OF EDGE OF ALL ROAD TYPES TO BE FLOW FILLED TO WITHIN 6" OF TOP THEN 6" OF CLASS 6 AT 95% COMPACTION
OR BACKFILLED WITH CLASS 6 ENTIRE DEPTH IN 127 LIFTS AT 95% COMPACTION VERIFIED BY TESTING.

CUTS IN GRAVEL ROAD SURFACES SHALL BE FLOW FILLED TO WITHIN 8" OF TOP SURFACE, THEN MATCH LPC STANDARDS OF COMPACTED
ROAD BASE WITH MAG CHLORIDE FOR TOP 8"

PIPELINES INSTALLED ACROSS PAVED ROAD SURFACES SHALL BE BY BORING METHOD (UNLESS NOTED OTHERWISE) PER STANDARD DETAILS
AND SPECS.

PIPING INSTALLED WITHIN CDOT ROW SHALL HAVE A MINIMUM OF 4’—6" FEET OF COVER. PIPING INSTALLED OUTSIDE OF CDOT ROW SHALL
HAVE A MINIMUM OF 4 FEET OF COVER.

CONTRACTOR TO VERIFY SERVICE TAP SIZE AND LOCATION PRIOR TO INSTALLATION AT ALL PLACEMENTS SHOWN. SERVICE TAP LOCATIONS,
QUANTITIES AND SIZES ARE SUBJECT TO CHANGE.

ALL WORK SHALL BE COMPLETED IN ACCORDANCE WITH THE LA PLATA ARCHULETA WATER DISTRICT STANDARD DETAILS AND SPECIFICATIONS,
LATEST REVISIONS, UNLESS OTHERWISE STATED IN THE PLANS.

THE LOCATION OF UTILITIES AS SHOWN ON THE PLANS WERE ESTABLISHED FROM THE BEST AVAILABLE INFORMATION. ALL UTILITIES ARE NOT
NECESSARILY SHOWN ON THE PLANS AND THE CONTRACTOR WILL BE RESPONSIBLE FOR LOCATES PRIOR TO ANY EXCAVATION.

COMPROMISING OF UTILITY LINES OR EQUIPMENT DUE TO THE CONTRACTOR’S NEGLECT ARE TO BE REMEDIED AT THE CONTRACTOR'S EXPENSE
WITHOUT COST OR LIABILITY TO THE WATER DISTRICT AND/OR IT'S AGENTS.

ALL MONUMENTATION DISTURBED DURING CONSTRUCTION SHALL BE RESTORED TO THEIR ORIGINAL LOCATION, ELEVATION AND CONDITION AS
PART OF THIS PROJECT. CDOT MONUMENTS BEING RESTORED SHALL MEET CURRENT CDOT STANDARDS.

BASIS OF BEARING FOR THIS PROJECT IS BASED ON A GRID BEARING OF S49723'48"E BETWEEN CDOT CP 9965 AND CDOT CP 9975.

THE LOCATION OF EXISTING WATERLINES AT CONNECTIONS ARE NOT NECESSARILY SURVEYED OR AS—BUILT CONDITIONS AND LOCATION/BEARING
OF PROPOSED PIPING MAY NEED TO BE ADJUSTED ACCORDINGLY AT NO ADDITIONAL COST. THE CONTRACTOR WILL BE RESPONSIBLE FOR
LOCATES PRIOR TO ANY EXCAVATION.

ALL GAS, WATER, SEWER, ELECTRIC, COMMUNICATION AND TELEPHONE LINES ARE DATA "QUALITY LEVEL C” UNLESS OTHERWISE NOTED.

6 LA PLATA ARCHULETA WATER DISTRICT CALL UTILITY NOTIFICATION HARRIS WATER
CENTER OF COLORADO
PHASE 1H PART 2 WATER PIPELINE 1500 0001987 on ary | ENGINEERING INC.

CALL 3 BUSINESS DAYS PRIOR
La Plata Archuleta GENERAL NOTES TO ANY CONSTRUCTION. DU;G7I’109_02,5(9311-1 g21§03
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